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Environmental conditions

A ASHRAE consensus
between IT equipment
manufacturers and HVAC el idiine AA
professionals on g e 22
appropriate temperature S g
and humidity conditions

A Recommended and
allowable ranges of temp
and humidity

A Standard reporting of
requirements
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Design conditions - at inlet to IT equipment
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